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NOTE: 1) MAGIC FORCE AUX. SWITCH #4 SHOULD OPEN AT APPROX. 65-70 DEGREES.
FOR MAGIC SWING REFER TO INHIBIT SWITCH BEA PT# 10 SSINHL OR 10SSINHR.

PARALLINK, STANLEY MP CONTROL,
MAGIC FORCE OPERATOR

2) DOOR CONTROL SW2 SWITCH BANK SET DIPSWITCH #1 TO THE OFF (TIMER) POSITION. ~ [SIZE [CAGE CODE [DWGNO [FILE OF: |DRAWN BY: | REV
3) RH MOTOR SHOWN, REVERSE MOTOR SWITCH ON PARALINK FOR LH MOTOR. A 80.0203| JED JED ! 01
4.) BODYGUARD MUST BE PROGRAMMED TO RELAY VALUE 2. DEFAULT IS 1. SCALE : STEET '

5.) INSTALL JUMPER AT CONTROL ON TERMINAL 6 & 8 IF NO BREAKOUT SWITCH. DATE:, 5 JUNE 2004 1 OF 1
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